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1" REGULATOR, FISHER HSR.
OUTLET PRESSURE: [7” Wc] [1 PsIc] [2 PSIG] .
ORIFICE SIZE: [ KEYED NOTES:
SPRING NO: [ (1D LANL'S SUFPQRT SERVICES SUBCONTRACTQOR
(SSS) WILL FURNISH, INSTALL, AND ADJUST
. , PRESSURE OF GAS REGULATOR.
1/4* NPT PETE'S FLUG W/THREADOLET
WELDED TO PIPING — (2D CONTRACTOR SHALL TERMINATE PIPING WITH
A THREADED CAP GR PLUG AND ALLOW
' SUFFICIENT HORIZONTAL SPACE, 5—10 FEET,
| E u/ BETWEEN TERMINATION POINTS FOR
1" @D BUILDING. SLEEVE AND SEAL
-~ (3D LOCATE REGULATORS NOT LESS THAN 10
D nmvw,ﬁ_xﬁu_WMoﬁ%ﬁq_o._ ncm%m FEET HORIZONTALLY FROM INTAKE AR
1 POINT VENT DawNwaRD (X3D  BLAFM AP MAS DEVICES (LOUVERS, FANS. ETC).
= N\ / . (4D BOND ABOVE GROUND PIPING TO ELEGTRICAL
| Mvz_._Qmﬁziwﬂzmzrmﬂ@z%mmmﬁmmzo GROUNDING SYSTEM. BOND TQ GAS PIFING
: AT SUITABLE LOCATION DOWNSTREAM OF
< —
N IS STEEL] wmm,u,\_mﬂmmum<ﬂmwmﬁ,mm mww__.z_.w 3 REGULATOR AND UPSTREAM OF GAS
. : — =2, APPLIANCE SHUT—OFF VALVE. COMPLY WITH
@ ADDITIONAL REQUIREMENTS AND NEC
T SHUT—OFF VALVE QA REVIEWS ARE REQUIRED. '
N (REMOVE THIS NOTE WHEN IN— (&) HOND GAS PIPING LOCATED WITHIN 6 FEET OF
- SERTED INTQ A DRAWING PACK— A LIGHTNING PROTECTION CONDUCTOR TQ THE
AGE). CONDUCTOR PER NFPA 780. BOND TQ GAS

,—20—60 PSIG, SEE DETAL
FOR CAONTINUATION

[SEE ST—G3060—1]

GAS REGULATOR
STATION DETAIL [/
SCALE: NONE C

NOTES FOR DESIGNER:
(DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. SEE SHEET 5.

2. VERIFTY NATURAL GAS INLET PRESSURE AND SIZE REGULATOR

ACCORDINGLY.

FIPING AT SUITABLE EXTERIOR LOCATION DQOWN-—
STREAM OF REGULATOR.

REGULATOR MAX.
QUTLET ORIFICE SPRING
CAPACITY (SCFH)
PRESSURE| ™", +"0 & S g. SIZE NUMBER
FISHER REGULATOR HSR
(CAPACITIES BASED ON 20 PSIG INLET PRESSURE)
530 1/8
7" WC 1200 3/16 | T14399T0012
1810 1/4 (YELLOW)
510 1/8
1 PSIG 1020 3/16 | T14402T0012
1480 1/4 (PINK)
410 1/8
2 PSIG 740 3/16 | T14403T0012
1040 1/4 (LT. BLUE)

a-w-ou

u
§-23-0x | U J GINCRAL REVENN AND BWS. NO. WAS S183G | 0 QM ME JEH )N

T 5 |
AL o AT & JUSTE OFERATONS

LANL ENGINEERING MANUAL

CAS RECULATION STATION DETAL

CHAPTER 3 | ST-63060-2 | 2




